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ESTATE FILE 03E-154
DENNIS W. SAULTER

11
5

12
0

15

POT Sta.  10+00.00 -Y2B-

POC Sta.  17+00.00 -Y2-

BEGIN CONST.

-Y2- POT STA. 12+00.00

-Y2- PC Sta.  15+08.05

PC Sta.  10+37.19 -Y2B-

PT Sta.  10+79.12 -Y2B-

END CONST.

POT Sta.  12+75.00 -Y2B-

POT Sta.  12+86.49 -Y2B-

-Y2E- POT Sta.  10+00.00

-Y2- POT Sta.  14+91.36

-Y2E- PC Sta.  10+28.15

-Y2E- PT Sta.  10+79.13

-Y2E- PC Sta.  13+70.31

-Y2E- PT Sta.  14+27.14

-Y2E- POT Sta.  14+62.14

END CONSTRUCTION

-Y2E- POT Sta.  14+86.24

-Y2- POT Sta.  17+56.75=
353.99’ Lt.

C/L Cul-De-Sac

15

-Y2A- POT Sta.  10+00.00

-Y2A- PC Sta.  10+18.40

-Y2A- PT Sta.  11+56.52

-Y2A- PC Sta.  14+84.49
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utilities coordination and are subject to change based on further design recommendations.
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SHOWN ON THIS SHEET
ONLY WATER LINE CONSTRUCTION

WATER LINES OWNED BY ONSLOW WATER AND SEWER AUTHORITY
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SEE SHEET 37 FOR -Y2E- PROFILE

SEE SHEET 35 FOR -Y2B- PROFILE

SEE SHEET 33 FOR -Y2A- PROFILE

SEE SHEET 32 FOR -Y2- PROFILE
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45 DEGREE BEND

18.50’ LT

+06.00 (-Y2-)

45 DEGREE BEND

43.00’ LT

+31.00 (-Y2-)

 

 
OFF EOP, TYP.

5’-0" MIN.

 
R/W (TYP.)

5’-0" MIN. INSIDE

EXISTING R/W

8’-0" MIN. OUTSIDE

UC-9

MATCHLINE SHEET UC-8 -Y2- STA. 19+50.00

HYDRANT

RELOCATE FIRE

WATER METER

RELOCATE

METER

RELOCATE WATER

METER

RELOCATE WATER

12" UTILITY PIPE

ABANDON 755’ OF

PROP. 12" VALVE

BEGIN NEW 12" WATER LINE

EXIST. 12" WATER LINE;

CONTRACTOR SHALL LOCATE

1-12" PLUG

PROP.

R/W (TYP.)

5’-0" MIN. INSIDE

SEE SHEET UC-14

WATER LINE (1)

PROP. 845’ OF 12" 

11.25 DEGREE BEND

48.00’ LT

+28.50 (-Y2-)

 

1-12" PLUG

PROP.

3X ENLARGEMENT

INSET "D"

THRUST COLLAR

VALVE

G
V

(TIE TO EX. 12")

45 DEGREE BEND

THIS SHEET

SEE INSET "D"

W
a
t
e
r
 

L
in

e

E
x
is
t
. 12

"

WATER LINE STATIONING (TYP.)

(TYP.)NCDOT STATIONING 

WATER METER

RELOCATE 

TO ANY PLANNED SERVICE INTERRUPTION.

NOTIFIED AT LEAST ONE (1) WEEK PRIOR

THE ENGINEER AND THE OWNER SHALL BE 

AND BACKFILLING SHALL BE ALLOWED.

AND RESTRAINT OF 45 DEGREE BEND,

3,000 PSI STRENGTH BEFORE INSTALLATION

AND ALLOW CONCRETE TO OBTAIN

PROVIDE THRUST COLLAR PER DETAIL
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